


OHA - Drinking Water Program - Surface Water Quality Data Form WIP-: A
:lf:::‘ Netarts Water District ID#: 41 00556  Month/Year: Jul-21 5.'3;32”[:'; 0.5
llalisgvigRe S—
Date Time Rejs‘:t"("cc;a‘s* CO”TG(TC)T Tme | actual CT Temp oH Required CT | 1 pmefe ? Dzeﬁé:doﬁlyw
[ppm or mg/L] [ [minutes] CXT [°C] formula | Yes/No [GPM]
1 8:30 0.83 140 116.2 13.4 7.61 18.6 Yes 349
2 8:30 0.80 140 112.0 13.4 7.67 19.0 Yes 253
3 8:30 0.81 140 113.4 13.3 7.83 20.3 Yes 348
4 8:30 0.77 140 107.8 134 7.72 19.3 Yes 265
5 8:30 0.79 140 110.6 13.4 7.69 191 Yes 335
6 8:30 0.78 140 109.2 13.4 7.79 19.8 Yes 239
7 3:30 0.80 140 112.0 133 7.65 19.0 Yes 201
8 8:30 0.83 140 116.2 13.3 7.64 19.0 Yes 223
9 8:30 0.79 140 110.6 13.2 7.56 18.4 Yes 286
10 8:30 0.84 140 117.6 13.3 7.74 19.7 Yes 266
11 8:30 0.78 140 109.2 131 7.74 19.8 Yes 279
12 8:30 0.87 140 121.8 13.4 7.68 19.2 Yes 234
13 8:30 0.80 140 112.0 13.3 7.74 19.6 Yes 251
14 8:30 0.80 140 112.0 13.4 7.73 19.4 Yes 264
15 8:30 0.86 140 120.4 13.0 7.76 20.3 Yes 314
16 8:30 0.84 140 117.6 13.1 7.77 20.2 Yes 222
17 8:30 0.76 140 106.4 13.3 7.75 19.6 Yes 263
18 8:30 0.84 140 117.6 13.4 7.76 19.7 Yes 291
19 8:30 0.84 140 117.6 12.9 7.78 20.5 Yes 303
20 8:30 1.1 140 155.4 131 7.69 20.2 Yes 246
21 8:30 0.79 140 110.6 13.1 7.70 19.6 Yes 244
22 8:30 0.77 140 107.8 13.0 7.67 19.4 Yes 304
23 3:30 0.76 140 106.4 13.1 7.67 19.3 Yes 283
24 8:30 0.8 140 112.0 13.2 7.66 19.2 Yes 291
25 8:30 0.86 140 120.4 13.1 7.68 19.6 Yes 343
26 8:30 0.85 140 119.0 13.3 7.73 19.6 Yes 266
27 8:30 0.86 140 120.4 13.3 7.72 19.6 Yes 254
28 8:30 0.86 140 120.4 13.3 .72 19.6 Yes 459
29 8:30 0.77 140 107.8 13.4 7.69 191 Yes 269
30 8:30 0.80 140 112.0 13.4 7.69 191 Yes 326
31 8:30 0.93 140 130.2 13.4 7.71 19.5 Yes 249

3 If Cl, at entry point < 0.2 mg/I or CT not met, DWP to be notified by end of next business day.
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